
EXISTING ESB METER BOX
TO BE RELOCATED.

EXISTING FUSEBOARD TO
BE REMOVED.

EXISTING STUD WALL TO
BE REMOVED.

Existing Radiator

REMOVE RADIATOR COVER.

MAIN OFFICE.
64.4 sq.m

Floor To Suspended Ceiling 2280mm

50x25MM BATTENS WITH
PLASTERBOARD FINISH ON
100MM MASONRY BLOCK WALL
TO BE REMOVED.

100x50MM STUDS WITH
PLASTERBOARD FINISH
TO BE REMOVED.

50x25MM BATTENS WITH
PLASTERBOARD FINISH TO BE
REMOVED.

Existing Radiator

Existing Radiator

50x25MM BATTENS WITH
PLASTERBOARD FINISH TO
BE REMOVED.

440X215X150MM BLOCK
WALLS TO BE REMOVED.

INTERNAL WINDOWS TO BE
REMOVED.

INTERNAL WINDOWS TO BE
REMOVED.

Existing Radiator

Existing R
adiator

LOW LEVEL BOXING FOR
SERVICES TO BE REMOVED.

LOW LEVEL BOXING FOR
SERVICES TO BE REMOVED.

EXISTING GAS BOILER.

Existing R
adiator

OFFICE 2.
14.7 sq.m

Floor To Suspended Ceiling 2360mm

CANTEEN.
6.8 sq.m

KITCHEN
UNITS TO BE
REMOVED.

Existing R
adiatorSTORE.

2.4 sq.m

TOILET.
2.0 sq.m

No 16 Ground Floor Plan. 

Scale 1:50
G.F. Area: 94.0 m sq. (1011 Sq.ft) 

PLANT ROOM.
1.8 sq.m

Existing R
ad.

EXITING CONCRETE YARD TO BE REMOVED.

THREE EXISTING METERS
& FUSEBOARDS TO BE REMOVED.

ENTRANCE
HALL.

4.6 sq.m

Existing R
adiator

LOW LEVEL BOXING FOR
SERVICES TO BE REMOVED.

Floor To Ceiling
2440mm

125x50MM STUDS WITH
PLASTERBOARD FINISH
TO BE REMOVED.

TIMBER STUDS WITH
PLASTERBOARD FINISH IN
CORNER TO BE REMOVED.

OFFICE 1.
22.4 sq.m

Floor To Suspended Ceiling 2365mm

Existing R
adiator

PLASTERED MASONRY WALL TO
BE DAMP-PROOFED.

Existing Radiator

Floor To Suspended Ceiling 2475mm

OPE.
Floor To Ceiling 1980mm

TIMBER STUDS WITH
PLASTERBOARD FINISH
TO BE REMOVED.

PLASTERBOARD SLAB ON
MASONRY WALL TO BE
REMOVED.

BATHROOM.
4.8 sq.m

Floor To Ceiling 2540mm

440X225X100MM SOLID BLOCK
WALL WITH DASH EXTERNAL
PLASTER & PLASTER/SKIM
INTERNAL FINISH. ALL TO BE
REMOVED.

TIMBER STUDS WITH
PLASTERBOARD FINISH TO
BE REMOVED.

E
xisting R

ad.

Floor To Ceiling 2036mm

OPE.

CORRIDOR.
5.3 sq.m

OFFICE 3.
10.9 sq.m

OFFICE 4.
12.3 sq.m

Existing Radiator

Floor To Ceiling 2200mm

Existing Radiator

EXISTING FUSEBOARD TO BE
REMOVED.

100x50MM STUDS WITH
PLASTERBOARD FINISH.
ALL TO BE REMOVED.

OLD MASONRY BOUNDARY WALL
TO BE RETAINED. REMOVE
PLASTER. RE-PLASTER AND PAINT.

440X215X215MM BLOCK WALL
WITH 50x30MM BATTENS WITH
PLASTERBOARD FINISH.
AEROBOARD INSULATION PLACED
BETWEEN BATTENS. ALL TO BE
REMOVED.

75x50MM STUDS WITH
PLASTERBOARD FINISH.
ROCKWOOL INSULATION
BETWEEN STUDS. ALL TO BE
REMOVED.

440X215X215MM BLOCK WALL
WITH 50x30MM BATTENS WITH
PLASTERBOARD FINISH.
AEROBOARD INSULATION PLACED
BETWEEN BATTENS. ALL TO BE
REMOVED.

440X215X215MM BLOCK WALL
WITH 50x30MM INTERNAL
BATTENS WITH  PLASTERBOARD
FINISH. AEROBOARD INSULATION
PLACED BETWEEN BATTENS.
PLASTER EXTERNAL FINISH. ALL
TO BE REMOVED.

EXISTING GAS BOILER.

Existing R
adiator

OFFICE 2.
10.1 sq.m

Floor To Suspended Ceiling 2350mm

LOW LEVEL BOXING FOR
SERVICES TO BE REMOVED.

Existing R
adiator
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9
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15

MASONRY WALL TO BE REMOVED.

TIMBER STAIRS WITH
CARPET FINISH. ALL
TO BE REMOVED.

50x25MM BATTENS WITH
PLASTERBOARD FINISH
TO BE REMOVED.

OLD MASONRY WALL TO BE
RETAINED & DAMP-PROOFED.

TIMBER STUDS WITH
PLASTERBOARD FINISH TO
BE REMOVED. STAIRWELL.

4.7 sq.m

STORE.
1.8 sq.m

No 15 Ground Floor Plan. 

Scale 1:50
G.F. Area: 81.6 m sq. (878 Sq.ft) 

18.9 sq.m

SOIL PIPE BOXED INTO
CORNER TO BE REMOVED.

EXISTING GAS METER.
NEW DOOR REQUIRED ON
CABINET.

EXISTING CONCRETE FOOTPATH
TO BE REMOVED AND REPLACED.
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No 14. 

M
.B.

M
.B.

M
.B.

M
.B.

WM

GAS
PARKING SIGN.

WM
WM

WM GAS GAS

EIRCOM
MANHOLE.

ROOFLIGHT.

ROOFLIGHT.

ROOFLIGHT.

ROOFLIGHT.

ROOFLIGHT. ROOFLIGHT.

ROOFLIGHT.

Supply to No 16.

Supply to No 15.

DIVIDING BOUNDARY.

DWELLING NO 16. DWELLING NO 15.No 17. 

EXISTING FLAT ROOF
EXTENSION TO BE

DEMOLISHED. 70m2

EXISTING FLAT ROOF
EXTENSION TO BE

DEMOLISHED. 44m2

ALL EXISTING DOOR WINDOWS,
CILLS ETC TO BE REMOVED.

ALL EXISTING FLOOR FINISHES AND
CONCRETE FLOORS TO BE REMOVED.

REMOVE ALL EXISTING
MECHANICAL & ELECTRICAL
SERVICES FROM BUILDING.

REMOVE ALL EXISTING
MECHANICAL & ELECTRICAL
SERVICES FROM BUILDING.

EXISTING STONE AND MASONRY
WALL TO BE REMOVED.

EXISTING GAS METER.
NEW DOOR REQUIRED ON
CABINET.

REMOVE EXISTING 100MM
MASONRY BLOCK WALL

NOTE: IT IS THE CONTRACTORS
RESPONSIBILITY TO LIAISE WITH
ADJACENT PROPERTY OWNERS
TO OBTAIN ACCESS TO THE REAR
OF THE PROPERTY IF REQUIRED.
IT IS THE CONTRACTORS
RESPONSIBILITY TO FORM &
REINSTATE ANY OPENINGS IN THE
BOUNDARIES REQUIRED FOR THE
CONSTRUCTION WORKS.

LEGEND

Existing Block Walls.

Existing Timber Stud Walls to be Removed.

Existing Foul Drainage.

No 15-Ground Floor Area= 81.60m2. (878 Sq.ft) 
No 16-Ground Floor Area= 94.00m2. (1011 Sq.ft) 

Existing Battens and Plasterboard Lining.

Existing Gas Boilers.
Existing Radiators to be Removed.

Existing ESB Meters/Fuseboard.
Existing Surface Water Downpipe/Gully. First Floor Canteen. 

Existing Old Masonry Walls.

No 15-First Floor Area= 52.8m2. (568 Sq.ft) 

Existing Radiator

M.B.

No 16. Photo Inside Entrance Doors. No 15. Photo Inside Front Window-Office 1.

To Be Removed.

Existing Flat Roof Extensions To Be Removed.
To Be Removed.

E
xisting R

adiator

50x25MM BATTENS WITH
PLASTERBOARD FINISH TO
BE REMOVED.

OFFICE 3.
10.7 sq.m

Floor To Suspended Ceiling 2560mm

Existing Radiator

CANTEEN.
9.2 sq.m

Floor To Suspended Ceiling 2350mm

12345
67

8
9

1413121110
15

MASONRY WALL TO BE REMOVED.

LANDING.
4.1 sq.m

No 15 First Floor Plan. Scale 1:50F.F. Area: 52.8 m sq. (568 Sq.ft) 

VENT.

E
xisting R

ad.

BATHROOM.
2.8 sq.m

E
xisting R

adiator

PLASTERED MASONRY WALL.

100x50MM STUDS WITH PLASTERBOARD
FINISH TO BE REMOVED.

PLASTERED MASONRY WALL.

100x50MM STUDS WITH
PLASTERBOARD FINISH
TO BE REMOVED.

OFFICE 2.
10.2 sq.m

Floor To Suspended Ceiling 2580mm

OFFICE 1.
14.1 sq.m

Floor To Suspended Ceiling 2630mm

E
xisting R

adiator

PLASTERED
MASONRY
WALL TO BE
REMOVED.

75x44MM BATTENS WITH
PLASTERBOARD FINISH TO
BE REMOVED.

50x25MM BATTENS WITH
PLASTERBOARD FINISH TO BE
REMOVED.

Floor To
Plasterboard
Ceiling 2960mm

LOW LEVEL BOXING FOR
SERVICES TO BE REMOVED.
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No 17. No 14. 

ROOFLIGHT.

ROOFLIGHT.

ROOFLIGHT.

ROOFLIGHT.

ROOFLIGHT.

DWELLING NO 15.

REMOVE ALL EXISTING
MECHANICAL & ELECTRICAL
SERVICES FROM BUILDING.

REMOVE ALL EXISTING MECHANICAL &
ELECTRICAL SERVICES FROM BUILDING.

REMOVE KITCHEN IN FULL.

Brick Chimney. Plastered Chimney. 

Attic. Old Slate Roof To Rear. 

Skylight In Flat Roof. ESB Meters. 

Internal Drainage. Courtyard. 
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